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PURPOSE

This procedure provides the requirements for the control and disposition of incidental
waters originating from the following Rocky Flats Plant (RFP) water management
activities and sources to ensure environmental protection:

. Construcnon activities that require excavation below the ground water table and
subsequent ground water pumping

. Natural collection and subsequent pumping of precipitation and storm water
runoff 1n excavauons, pits, trenches, ditches, or depressions that do not intercept
the ground water table

»  Collecnon of water 1n secondary containments, process waste valve vaults,
electrical vaults, or manholes that require pumping

»  Dascharge of water from the Fire Suppression System due to actuanon, testing, or
maintenance of the Fire Suppression System or other systems that may be using

- eeoen-—__water from the Fire Suppression System o L

This procedure apphes to all EG&G Rocky Flats, Inc employees and subcontractors

~ Waters that onginate from a dnnking water source or runoff from precipitation events
1n areas that have no possibility of contaminauon are eacluded from the requirements of
this procedure, and may be discharged directly to the environment

This procedure addresses the following activities:

. Identification of Incidental Waters

. Monitoning, Containment, and Collection of Incidental Waters
»  Sampling of Incidental Waters .

. Analysis of Incidental Water Samples
e Disposition of Incidental Waters

. Terminauon of an Incidental Water Control Exemption




4

CONTROL AND DISPOSITION OF 1-C92-EPR-SW.01
INCIDENTAL WATERS -<VISIONO — -

09/06/93 PAGE 5

OVERVIEW

The effective operation of the RFP involves several water management acuvities that
may result 1n incidental waters requining onsite treatment or discharge to storm drains
or the ground This water may onginate as surface water, ground water, utility water,
process water, or waste water from the sources discussed 1n Secnon 1, Purpose These
discharges have the potential of containing contaminants present at concentrations
exceeding some specified acceptable levels Such levels are based on Colorado State
Water Quahty Standards, Safe Dninking Water Act Standards, Applicable or Relevant
and Appropriate Requirements as defined by the U S Environmental Protection
Agency or other regulatory agencies, or some other type of RFP-defined levels

This procedure 1s intended 1o ensure that water onginating from the sources 1dentfied
in Secnion 1, Purpose, 1s properly controlled, contained, sampled. analyzed, and treated
or discharged

DEFINITIONS

Incidental Water Sources. Water onginating from one or more of the following

sources

. Excavauon sites, pits, trenches, or ditches at construction sites

»  Collection of water 1n secondary containments or berms

. Process waste valve vaults /

*  Electncal vaults

. Steam pits and other utility pits

. Telephone manholes

*  Fire Suppression System discharges

. Natural collecuon of precipitauon and storm water runoff in excavations, pits,
trenches, ditches, or depressions that do not intercept the ground water table
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s. RESPONSIBILITIES

5.1  Activity Coordinators

Contact the Surface Water Division (SWD) when incidental water that 1s pot excluded
from the requirements of this procedure 1n Section 2, Scope, 1s encountered

5.2 Activity Supervisors

Contact SWD when an actuvity (usually construction) causes the accumulation of water
1 the excavation area

Contact SWD before the start of an excavation activity where water 1s hikely to be
encountered

§3 lvsi ry

NOTE  The analysis laboratory is usually the General Laborator:es.

Performs required water quality analysis

54 hemical ration Tr n sonn

Support the field crew provided by Liquid Waste Treatment Operations with the
~ necessary equipment to collect and transport water from various site locations.

5.5 Eire Department

Collects incidental water 1n appropnate containment vessels to facilitate sampling and
analys:s during testing and maintenance activities that have pot been exempted.

» H vy 1 n r .

~~  Pumps most waters that have been approved for release to the environment upon
request from activity coordinators and supervisors .
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5.7 Liquid Waste Treatment Operations
s .

58

5.9

5.10

Ensures that the following activities are performed with the support of Chermcal
Operation Treatment personnel:

o  Obtaining and transport of the necessary equipment to the field site

e Pumping of incidental water to a containment vessel

e Transfer of incidental water to Bumlding 374 or 774 for treatment or disposal.

Sampling Laboratory
NOTE  The sampling laboratory is usually the General Laboratories

Obtains required water samples
S /) ivisi

Assists with the coordination of containment, sampling, analysis, and disposition of
incidental water.

Receives and interprets analytical results from the laboratory(ies), and makes a final
decision on the disposition of incidental water.

Documents and tracks all of the water control acuvities, including pumping,

containment, sampling, analysis results, transfers, storage, and final disposition such as

treatment or discharge.

Maintains files of incidental water control records
Waste Operations

Stores all incidental waters that cannot be discharged directly to the environment unul

_____ _ __anothertreatmentor disposal dliernanve is selected and implemented o

- st v — -
-

%
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6. INSTRUCTIONS

6.1 - Identification of Incidental Waters

Identifying Individual
[1] Notify immediate supervisor upon identification of a new potential source of
incidental waters.

NOTE  The SWD contact made in Step 6 1/2] should be made before the start of
any new excavaton work, if possible.

Activity Coordinator or Supervisor
[2] Contact SWD, and request that SWD begin evaluauon of the new potential source
of incidental waters

This contact may be made by telephone

[A] Provide SWD with any pertinent informanon available that may enhance

~ __SWD's ability to determine the status of the water
SWD
[3] _ Gather information about the water source, including a walkdown of the field site,
as pracucable. ¥

~ [4] Complete Blocks T through 5 of an Incidental Water Idenuficanion & Control
(TWIC) Form in accordance with Appendix 1, Incidental Water Identification &
Control Form
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6.1 Identification of Incidental Waters (continued)
R [5) . Assign a umque IWIC Form tracking number to the IWIC Form

NOTE  SWD maimtains a log of all IWIC Forms imunated, including the IWIC
numbers assigned

[A] Assign the next available sequential IWIC number from the SWD IWIC
Form Log, using the following numbering format

IW-YY-XXX Where IW = Incidental Water
YY = Last two digats of the year
XXX = Sequennial number

[B] Record this number in Block 6 on gll sheets of the IWIC Form

[6] IF1t1s suspected that the water source may be exempt from the control
requirements of this procedure,
THEN determine 1f the water source 1s considered exempt from the requirements
of this procedure by completing an Incidental Water Control Exemption Request
(TWCER) 1n accordance with Appendix 2, Incidental Water Control Exempuion
Request

[7] Complete Block 7 of the IWIC Form in accordance with Appendix |

[8] IF the water source 1s exempt from the requirements of this procedure,
THEN

[A] Noufy the affected acuvity coordinator or supervisor

[B] Noufy the organizauon responsible for the affected area or system, if

_different from the IWIC imnator's orgamzation

[C] Ensure that any special condinons or requirements specified in Block 8 of
the IWCER are met
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6.1 Identification of Incidental Waters (continued)
/ -

[8)[D] Disposition the IWIC Form and all artachments 1n accordance with

19

(10]

(11]

(12]

[13]

[14]

‘with Appendix 1

Section 7, Records
fE] Exit thas procedure.
Complete Blochs 8 through 12 of the IWIC Form 1n accordance with Appendix 1

Noufy the appropriate samphng laboratory (normally the General Laboratones) of
the need to sample the incidental water, and complete Bloch 13 of the IWIC Form
1n accordance with Appendix 1

Noufy the imuiaung organizauon of the status of the incidental water, including
the following, and complete Block 14 of the IWIC Form 1n accordance with
Appendix 1

. Projected contaminants

. Method of containment

. Monitoring requirements

Record any addinonal comments 1n Bloch 15 of the IWIC Form 1n accordance

Document the completon of Sections 1 and 2 of the IWIC Form 1n Block 16 of
the IWIC Form 1n accordance with Appendix 1

Forward an information-only copy of the partially completed IWIC Form to each

of the following.

. Ininating organization

. Sampling laboratory (usually the General Laboratones)

. Organization responsible for the affected area or system, 1f different from
the imtiator's organization

[15]

File the onginal copy of the IWIC Form for later use
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6.2

, -

Monitorine, C . \ i Collecti { Incid LW

SWD

(1]

Coordinate with the iniatung organtization and/or the responsible organization,
and ensure that Steps 6 2[2) through 6 2[6] are performed, as applicable

Activity Coordinator or Supervisor

(2]

3]

[4]

Perform required monitoring of the affected area or system 1n accordance with the
direcuions 1n Bloch 11 of the IWIC Form

IF desired to numimize eacessive delays in acnviuies,

THEN pump incidental waters to an SWD-approved containment vessel for
holding unul sampling and analysis are complete, and the proper method of
disposal has been determined

Coordinate with SWD to ensure that all utility manholes contain sump pumps
with both manual and automatic capability

Fire Department

[5]

(6]

IF a fire water sprinkler system 1s considered exempt, as indicated on the IWIC
Form,
AND there 15 no potennal for contamunation of the water,

THEN discharge the fire water spninker system to ground to support tesung and
maintenance, as appropnate

IF a fire water sprinkler system 1s NOT considered exempt, as indicated on the
IWIC Form,

OR there 1s 4 potenuial for contamination of the water,

THEN-

[A] Collect incidental water resultng from the following in appropnate SWD-
approved containment vessels to facilitate sampling and analysis

. Fire water sprinkler system actuaunons
. Fire water sprinkler system testing

. Fire water sprinkler system maintenance
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6.2 Monitoring, Containment, and Collection of Incidental Waters (continued)

-

6.3

[6){B] Contact SWD to have the water sampled and analyzed and properly

disposed of 1n accordance with the following:

e  Section 6.3, Samphing of Incidental Waters

e  Section 6.4, Analysis of Incidental Water Samples
e  Section 6 5, Disposition of Incidental Waters

Samoling of Incidental Wa

Activity Coordinator or Supervisor
[1] Coordinate with SWD, and ensure that the following have all water sampled and
analyzed to determine suntability for the water to be discharged directly to the
environment

SWD

Uulity manholes

Electncal vaults
Telephone vaults

Steam and other utihity pits

_ All ransformer berms that are inside potenually contaminated areas

[2] Assist the designated samphng laboratory (usually the General Laboratories) with
the sampling of the incidental water, as necessary

~[3] ~IF the activity or source of the incidental water 15 1n an area of known or —
- suspected contamination [such as in or near a solid-waste management unit
(SWMU) or an individual hazardous substance site (IHSS)],
THEN deternune 1f samples to support addinonal chemical analyses need to be

performed.

In this case, the analyses may be performed by an EG&G/RFP-approved contract

laboratory.'

Sampling kaboratory - - ----—- -=—_-- - - -
[4] Pqudé a sampling Erqw upo}n request by SWD to collect all required incidental

water samples ) -
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6.3 Sampling of Incidental Waters (continued)
e Y
Sampling Crew

[5] Prepare incidental water samples 1n accordance with Procedure L-6245, Sample
Procedure for Waste Characterisucs, and ensure that samples for the analyses
specified 1n Block 12 of the IWIC Form are collected.

[6] Transport the samples to one of the following laboratones, as appropnate, in
accordance with applicable chain-of-custody and transportation requirements for
such matenals onsite
. General Laboratones
. Environmental Radiochemistry Laboratory (backup to the General
Laboratones)

. Another onsite or offsite laboratory if needed analyses are beyond the
normal capabiliues of the General Laboratones and the
Environmental Radiochemustry Laboratory

6.4 lysi i 1 l

Analysis Laboratory

[1] Analyze the incidental water samples for the parameters specified 1n Block 12 of
the IWIC Form 1n accordance with one of the following, as appropniate
’ Procedure L-6245 for EG&G Rocky Flats, Inc. laboratones
. An RFP-approved subcontractor procedure for subcontractor laboratones

[2] IF the acuvity or source of the incidental water 1s 1n an area of known or
suspected contamination (such as 1n or near an SWMU or an [HSS),
THEN contact SWD 1o determine if additonal chemical analyses should be
performed for specific known or hkely water quality parameters.

In this case, the analysis may need to be performed by an EG&G/RFP-approved
S contract laboratory. e

3] Forward a copy of the incidental water sample analysis results to SWD and to the
"\ acuvity coordindtor or supervisor
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6.4 Analysis of Incidental Water Samples (continued)

.= NOTE  InStep 6 4[4], the sample parameter values used for comparison with the
T e control imits expressed in Table 1, Water Quality Parameter Control

Limuts, are the mean values plus a 95% confidence level uncertainty
SWD

[4] Receive and interpret analytical results from the laboratory(ies), refernng to the
control limits summarized in the following table and any other limuts established

by the SWD Manager, as applicable-

TABLE 1, WATER QUALITY PARAMETER CONTROL LIMITS

PARAMETER LIMIT
— =
Gross Alpha 40 Pafl
Gross Beta 50 Pet
pH 60-90
Nitrates as N 10 mg/i
Conductivity 700 umho/cm

Any ncidental water that exceeds the control mit for any parameter 1n Table 1,

or exceeds any other control imit established by the SWD Manager, 1s required to

be contained, and may not be discharged directly to the environment.

[S] IF the sample analyses results are NOT within established hmuts,
AND there 1s reason to suspect that erther the sample or the analyses may have

been corrupted or unrepresentative,

THEN arrange for resampling and/or reanalysis, as appropniate

[6] IF further characienzauon of the incidental water 1s warranted,

THEN

[A] Have the appropnate laboratory(ies) perform additional analyses

(B] Document any additional parameter samphing requirements 1n Block 12 of

the IWIC Form 1n accordance with Appendia 1
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6.4

Analysis of Incidental Water Samples (continued)

(7]

(8]

Complete Blocks 17 through 21 of the IW]C Form 1n accordance with
Appendix 1.

IF addinonal analyses of the incidental water indicate high concentrations of

regulated constituents,
THEN:

[A} Noufy the Resource Conservauon & Recovery Act (RCRA) Permutting
Group that the water may be hazardous waste

[B] Document this nouficauon in Block 21 of the IWIC Form

Make a final decsion on the disposition of incidental water, and complete
Blocks 22 and 23 of the IWIC Form 1n accordance with Appendix 1

Document compleuon of Section 3 of the IWIC Form 1n Block 24 in accordance
with Appendix 1

-
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6.5 Disposition of Incidental Waters
NOTE  The affecied acuvity coordinator or supervisor with assistance from the
Labor & Heavy Equipment Department is responsible for discharging
uncontanunated incidental water directly to the environment (that s, to the
storm drain or 10 the ground), while Liquud Waste Treatment Operations is
responsible for dispositioning all other classificanons of incidental water
SWD
[1] Contact the activity coordinator or supervisor to disposition the incidental water in
an appropnate manner depending on the analyses results
Activity Coordinator or Supervisor
[2] IF the incidental water can be discharged directly to the environment,
THEN
[A] Contact the Labor & Heavy Equipment Department for assistance 1n
- performing Steps 6.5[2][B] and 6 5[2][C], as necessary

[B] Obtain and transport the necessary equipment to the field site

[C] Dascharge the incidental water to the storm drain or to the ground, as
appropnate )

[D] Contact SWD 10 document the following information on the IWIC Form 1n
accordance with Appendia 1:
. Bloch 25 - volume of water that was ransferred or disposed of
. Block 26 - any concerns or problems noted

{31 IF the incidental water CANNOT be discharged to the environment,
THEN contact Liquid Waste Treatment Operanons for assistance
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6.5 Disposition of Incidental Waters (continued)

Liquid Waste Treatment Qperations
[4] IF the incidental water CANNOT be discharged to the environment,
THEN:

K [A] Coordinate with Chemical Operation Treatment personnel and Waste
Operations, and provide a field crew with the necessary equipment to collect
and transport incidental water from vanous site locauons as necessary.

[B] Obtain and transport the necessary equipment to the field site
{C] Pump the incidental water 1o a contaitnment vessel
[D] Transfer the water to the locauon specified in Block 23 on the IWIC Form

[E] Contact SWD to document the following information on the IWIC Form in

accordance with Appendix 1
. Block 25 - volume of water that was transferred or disposed of

. Block 26 - any concerns or problems noted

SWD
'[5) Noufy the 1aung organization of the disposed status of the incidental water,
and complete Block 27 of the IWIC Form 1n accordance with Appendia 1

[6] Document venfication of the proper disposition of the incidental water in
Bloch 28 of the IWIC Form 1n accordance with Appendia |

(7] Retain a copy of the IWIC Form, and forward the onginal to the organization
responsible for the affected area or system for sign-off

Responsible Organization Representative

incidental water 1n Block 28 of the IWIC Form 1n accordance with Appendia 1.

{9] Return the oniginal copy of the IWIC Form to SWD within 5 working days

{8] Rewview the IWIC Form, and document acknowlédgem&nt of the disposttion of the
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66  Termination of an Incidental Water Control Exemption
s »
SWD - .

[1] IF a water source was previously determined to be exempt,
" AND SWD has determined a need to terminate the exemption,
THEN.

[A] Noufy the orgamzation responsible for the affected area or system to
terminate the exemption

This noufication may be made by telephone

[a) Document this noufication in a memorandum, and forward a copy to
the orgamization responsible for the affected area or system

[B] Process a new IWIC Form and IWCER as if the water source was a newly
discovered source 1n accordance with this procedure

' T RECORDS - o B
SWD
- [1] Ensure that all of the incidental water conwrol acnvities were properly documented
on the IWIC Form ¥

- [2] Send the following documents to the Environmental Management Records Group
for retention 1n accordance with 1-77000-RM-001, Record Management Guidance
for Records Sources
e The onginal IWIC Form
. All attachments to the IWIC Form
. A copy of all memorandums documenung SWD's intent 1o terminate an

incidental water control exemption

8. REFERENCES

™ L-6245, Sample Procedure for Waste Characteristcs

1-77000-RM-001, Record Managemen: Guidance for Records Sources
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y . Page 1 of 4
wrn__ uza~-- _ INCIDENTAL WATER IDENTIFICATION & CONTROL FORM
= . s (RF-47974)

: INCIDENTAL WATER IDENTIFICATION

T & CONTROL FORM
T “ - Sheet 1 of 2
§ WICNO

- - -

3 Continuation Sheet Attached

[Hedmers Compm oS woii® ton>y >, SECTION 1 - IDENTIFICATION” >~~~ ~ At % e v omewt -
1. DATE. 2. REQUESTOR

Name Dept Bldg Extension/Page

3 SWD INITIATOR

|__Name Dept Bldg Extension/Page
4 LOCATION/SOURCE OF INCIDENTAL WATER

I'5  KNOWN CHARACTERISTICS/APPROXIMATE QUANTITY OF INCIDENTAL WATER

Fawrs o xeeras mwnwon GECTION 2 - PRELIMINARY EVALUA
7 1S WATER SOURCE EXEMPTED FROM CONTROL REQUIREMENTS OF 1-C91- wey? [ Yes O~

i Yes then attach a completed and a; ed Incidental Water Control Exgmption Raakest )\
8 ORGANIZATION RESPONSIBLE FOR THE AFFECTED AREA/SYSTE

-1 9 -PROJECTED CONTAMINANTS -  —— — - 1 E METHOD O CONTAINMENT

>

12. PARAMETER SAMPLING REQUIREMENTS

B e & NO3asN
& Gross Apha & GrossBeta
- - @ conducuvay e
03 Orner (specily)
13. SAMPLING LABORATORY NOTIFIED DateTume
‘ Name Dept Blda ExtensionvPace
14 INITIATING ORGANIZATION NOTIFIED Date/Time
Name Deot Bida Extension/Page
15 COMMENTS
:
) [ & SURFAGE WATER DVISION REPAESERTATIVE — -
Pnnted Name Swanature Date - -

RF-47974 ¢08/93)
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\J 4
Page 2 of 4
INCIDENTAL WATER IDENTIFICATION
& CONTROL FORM
Sheet 2 of 2
6 IWIC NO
{3 continuation Shest Attached
SRR R oSG ilsian & Sk 8 + SECTION 3 - SAMPLING & ANALYSIS Yo«
17 DATE SAMPLED 18 DATE SAMPLE RESULTS RECEIVED
19 LABORATORY NO D
20 ANALYTICAL RESULTS
pH NOzasN
Gross Alpha Gross Beta. Conductivity
Other (specily)
A
AN
21 EVALUATION OF DATA. A4
B 22. AUTHORIZED METHOD OF DISPOSAL/TRANSFER. sStiNkTION
O To Storm Dran O ToBidg 374
>
O To Ground [ ToBug 774

Effectve Dates A o B

{3 1o Sanuary Sewer

3 Ower(specity)

24 SURFACE WATER DIVISION REPRESENTATIVE

Pnnted Name Sianalure

Date

LRI S oo Lt

- SECTION 4 - DISPOSAL N

L7 X%

[25 VOUUME TRANSFERRED/OISPOSED OF

SURFACE WATER DIVISION REPRESENTATIVE

26 COMMENTS
27 INITIATING ORGANIZATION NOTIFIED Date/Time

‘ Name Dept Bldo Exlension/Page
28. THE INCIDENTAL WATER HAS BEEN PROPERLY DISPOSED OF/TRANSFERRED

_.-Date.. EO S

————]——PnrwedName _-__ - - -~ - ——Sgnaue

RESPONSIBLE ORGANIZATION REPRESENTATIVE

Pnrted Name Sgnature

Date

RF 47974 (0593
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\J

Page30f4 _

INCIDENTAL WATER IDENTIFICATION & CONTROL FORM
CONTINUATION SHEET

Sheet of

6 IWIC NO
[CONTINUING REMARKS
E w
¥

wh 4T
RF 47974 (0893)°

\
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Page 4 of 4
BLOCK COMPLETLED BY- INSTRUCTIONS

1 SWD Representative Record the current date

2 SWD Representative hecord the name depanument building and exicnsion/digital pager of the requesicr

3 SWD Representanve Kecord the SWD imuator's name depaniment building. and exicnsion/digial pager

4 SWD Representative Record a concise description of w here the ncadental water can be focated including
wh it the source of the water v

5 SWD Representative Record a description of the Anown characicnatics and quantsty of the mcidental
water

6 SWD Representtive Assign and re.ord 2 umgue 1WIC Form tracking number on each page of the 1WIC
Form

7 SWD Representitive Cheeh (V) decor No T} Yesis cheched THEN attach o completed and approscd
Incidental Water Control Exempuion Request (IWCER)

[ SWD Reprosentative Record the name of the orgamization with primary responsibibity for the condition
of the ffecied rea or svstiem

9 SWD Representanve Record anv anticipated waicr contaminants bascd on the known sources and uscs of
the water

10 SWD Representative Record the progecied method of com%l bascd on the anucpated water
Lontanminants

11l SWD Representative Record the monionng requircm anucipated waler contaminants and on
the raie of water accumulation N

12 SWD Representative 1} any special tests fsu Vobulo org uic compounds
(VOCs)} are required 11 record gheppier cheching (V) the Other box The
boxes for tests D3 AW g alpha, gross bety, and conductiviiy have
ireadh heenche

13 SWD Representauve Documcﬁ!x\'- nam¢ Ceparumdnt, bulding and cxtenson/digatal pager of the
sampling qlus) st ind the date and ume of the nouficsvon

14 SW D Representauve WB&C “epartment bunlding, and extension/tigital pager of the
1ndAINCoHranbAtion contact_and the dar_ ind tume of the noufication

15 SWD Representanve 1\ | RecoNanhecessan addutional comments or special concems

16 SWD Representaive Y\ S, Naint néiic thon aign and date

17 'SWD RepresenfanNe  \7” | Rocord the daic of the incidental w 1er samnias

1b SWD Represdptasves, 1\, | Record the daie that the mcidental wates sampies ware recesved

19 SWD chrcxcnmwy) ° Record an identification stmite r and/or noun name for the laboraton that performed
the <ample analy ses

20 SWD Representanve Kecord the water sumple analvses results Concentrations are normally expressed as
frachions of the relcax (control) hmats  \ alucs that are less than S% mas be
cupressed o <59

21 SWD Representatne Provad. 1 briel summan of conclunions drawn bascd on the sampke an ilyses
rosults  Include amy apyctal comrol lunas that mas hive been established by the
SWD Manacer

e} SWD Representative Rezord the approprinic methou of dispasal or wranster ou the incidental water and

e ruword tie effecune daes for this anthorizauon

23 SWD Representative Checl (v ) the appropriate destination for the aincklental watee boing disposed of or
transferred  1F an unhisted destnation is rogured TITEN recoed o atter
ches hing (v) the Oner boy

24 SWD Representaune Print name then sipn an ! date

25 SWD Representatineg Record the amount of incideatal water disposd o' o7 transiem d hased on
infonmation provided by the orcanization performune the disposal or transler

4 26 _]1SWD Represeniame. Rezord any necessan_adidinonalinformanon orspocialconcems

27 SW D Represontative Documen' the name deparunent buddding. and extenston/dipitn pager of the
inanne o-gnizabion contact and the dat_and tune of the nobfication

23 SW U Ropreacnaating 1iun nun~ then wien and datc

25 Responsiple Organization | *441 name then agn and due

Representitine .
1F a conunuation shee 15 used THEN cheek (V) the apphi.ahi~ baa at the 1op of the IWIC Forny
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INCIDENTAL WATER CONTROL EXEMPTION REQUEST
(RF-47973). . .
Sheet 1 of 1
6 IWICNO
[J Continuation Sheet Attached o
.t A v SECTION 1 « IDENTIFICATION i o me o anitn ARG
1 DATE 2 RESPONSIBLE ORGANIZATION
3 SWD INITIATOR
|___Name Dept Bida Extension/Page
4 LOCATION/SOURCE OF INCIDENTAL WATER
5 CHARACTERISTICS/APPROXIMATE QU TY OF INCIDENTAL WA (IF KNOWN)
“,"{ Y VU P < A ’vﬁ‘r SECTION 2 e EVALUATlON S\ m" t‘ |
7 SCREENING OUESTDNS
1 Does water onginate {rom a dninking water source or runofl from pr n evfols
n areas that have no possibilty of contamination? O Yes Own
2 is the water source free of any credible potental o 3 ves O
(i Yes then list supporting documentation reye®
- tothes form ) - e e e
Supporting Documentation Rev
N x\l
J— \N )
AN > ,
3 EXEMPTION @NDSD’ O Yes On
NOTES ¥ either of the ~wove screening questions are answered No then the incdental waters in question
may nof be exempted from the requirements of Procedure 1 C91-EPR SW 01
¥ both of the screening questions above are answered Yes then the incidental waters in question
may be exempled from the requirements ol1 C91 EPR SW 01 Any special conditions for the
nadental walers that are delined s Block 8 below must be adhered to in order 1o mamniain the
exemolion
8 SPFCUAI CONNITINNG AND CAMMENTS [ NOT Applicadle
9 SURFACE WATER DIVISION PREPARER:
Pnnted Name Siwanature Date
10 SURFACE WATER DIVISION INDEPENDENT REVIEWER S o
Pnrted Name Suanature Date
11 SURFACE WATER DlVlSlON MANAGER.
>~ O Exempuon Granted [ exemption Denied
Pnried Name Sianature Date '

RF-47973 (08/93)
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1 o . -
BLOCK COMPLETED BY: INSTRUCTIONS

1 cpresentative Record the current date.

2 SWD Representative Record the name of the organtzation that 1s pnimarily responsibic for the affecied
arca or sysicm

-3 SWD Representuuve Record the SWD iniuator s name depariment butlding and exiension/digital pager

4 "SWD Representative Recoed a concise descnpiion of where the incidental water can be located, including
what the source of the water s Thas can be oblasncd from Block 4 of the
associaed IWIC Form

-5 SWD Representanve Record a descripuon of the characicnsucs and quantity of the incidental waer, of

Anown Otherwise, record o Be Deternuned  Thus can be obwined from Block §
of the assocusied IWIC Form

[ SWD Representative Record the IWIC Form number that also appears i Biock 6 of the associated IWIC
Form

7 SWD Representauve Checl. (V) cither Yes of No for cach question  List all supporung documentation

revicwed in order 10 answer Quesuon 2 and atach copies to the IWCER  Question
3 can only be answered ) es 1f the answers to Questions 1 and 2 are both Yes

§ SWD Representauve

Record any special condions (such as manuitoning requirements) and other pertinent
comments %

9 SWD Representative

Print name, then Sign and daic, thejtywgANo an SWD independem reviewes

10 SWD Independent Reviewer | Review the IWCER for vajdity  Pri sign and datc, 1if valid Resolve
anv concerns with the
1] SWD Manager Review the 1%\ hic, then sign and daic of valid  Resolve
any concerns V. tve
\/
*—*’ IF a continuation sheet 1s used THEN check (V) the anp@»lckx Lthe top of the IWCER
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